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PROPOSED CODE CHANGE (Check One) 

Change to read as follows ⌧Add to read as follows  Delete and substitute as follows  Delete without substitution 

 

 

P2801.5 Required pan. Where water heaters or hot water storage tanks are installed in 
locations where leakage of the tanks or connections will cause damage, the tank or 
water heater shall be installed in a galvanized steel pan having a material thickness 
of not less than 0.0236 inch (0.6010 mm) (No. 24 gage), or other pans approved for 
such use. Listed pans shall comply with CSA LC3. 
 
EXCEPTION: When installed on a water-resistant floor with a floor drain in the same 
room or space. 
 
 
 

REASON 

This proposal is in the current code and allows a tank is installed in a drained area with a water 
resistant floor. 
 
 
 
 
 
Fiscal impact: no increase to the cost of construction, current amendment language.  

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


